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Change Form # & Title:	18IHR003 – Table IHR-4 Unit Priority Order	 
Date Submitted: 		December 20, 2017		
Project: 			Ice Harbor Dam				
Requester Name, Agency: 	Ken Fone and Martin Law, COE IHR	 
Final Action:			APPROVED – 1/11/18
FPP SECTION:  Ice Harbor Table IHR-4 – Unit Priority Order.

JUSTIFICATION FOR CHANGE: Clarifies the priority order for “single-unit” operation after line switching has occurred. Also, modifies Unit 2 to second priority. Unit 2 is currently out of service for turbine replacement with an improved runner design for fish passage (currently scheduled return to service by April 2018).

PROPOSED CHANGE: (edits to existing FPP language in “track changes”)

4.1.3. Single Unit Operation. Ice Harbor should not operate a single unit on the Ice Harbor-Franklin No.2 115kV line. This line is connected to the Sacajawea 500/115kV transformer and operation of a single unit on the line jeopardizes BPA system reliability. Therefore, IHR should not be run as a single-unit or two-unit project with Unit(s) 3 and/or 4 without switching those units to the Ice Harbor-Franklin No.3 115kV line, disconnecting the No.2 115kV line from Ice Harbor, and disabling the transfer trip for the No.2 115kV line at Ice Harbor. This switching is necessary to prevent the loss of all Ice Harbor generation and the Sacajawea transformer if there is an outage of the No.2 115kV line. If single-unit operation is necessary and switching has not occurred in the yard, the project will operate Unit 1, 2, 6, or 5. Running Unit 3 or 4 alone on the No.2 115kV line can only occur if the project operator can accomplish the needed switching.
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	Season
	Operation
	Unit Priority Order

	Fish Passage Season 
March 1 – 
November 30
	Single-Unit Operation w/ NO Line Switching
*Line switching must occur before resuming normal priority order below.
	1, 2, 6, 5 

	
	Single-Unit Operation AFTER Line Switching
Or
Multiple-Unit Operation
	1, 2, 3, 6, 4, 2, 5

	
	
	Unit 1 OOS and NO Line Switching: 2, 3, 6, 4, 5

	Winter Maintenance 
December 1 – 
end of February
	Single-Unit Operation w/ NO Line Switching
	Any order for Units 1, 2, 5, 6

	
	Single-Unit Operation AFTER Line Switching
Or
Multiple-Unit Operation
	Any Order



COMMENTS:
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